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SIDE PLATE
INSTALLATION

ESP-RH SIDE PLATE i-13 HEX HEAD BOLT x 1i
6 PER SIDE PLATE

1 EA. PER SHELF

i-13 WHIZZ-LOK NUT
6 PER SIDE PLATE

FLOOR

SIDE PLATETOP OF UPRIGHT
FRAME

NOTES:
   1. LAY UPRIGHT FRAME FLAT ON SMOOTH 
     FLAT SURFACE.

   2. POSITION BOTTOM SIDE PLATE AT LOWEST
     POSSIBLY POSITION ON UPRIGHT FRAME.

   3. DETERMINE THE OTHER POSITIONS OF THE
     LOAD SHELFS AND POSITION SIDE PLATES
     ACCORDINGLY.

      4. PUSH i" HEX HEAD BOLT THROUGH
      HOLE IN SIDE PLATE & HOLE IN SIDE
      OF UPRIGHT.
   5. THREAD i" WHIZZ-LOK NUT ONTO i" HEX

      HEAD BOLT, TIGHTEN FINGER TIGHT.
   6. REPEAT STEPS 4 & 5 FOR OTHER 

      MOUNTING HOLES IN SIDE PLATE.
     7. TORQUE DOWN ALL BOLTS TO 82 FT. LBS.

INSTALLATION
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ETS - TOP SHELF

EMT - MID TIE

ETB - TIE BRACE

TOP SHELF, MID TIE
& TIE BRACE

EUF - UPRIGHT FRAME

EUF - UPRIGHT FRAME

8 PER TOP SHELF
i-13 WHIZZ-LOK NUT

8 PER TOP SHELF
i-13 HEX HEAD BOLT x 1r"

ETS - TOP SHELF  1 REQ'D.

EMT - MID TIE     2 REQ'D.  (FRONT & BACK)

ETB - TIE BRACE 2 REQ'D.  (FRONT & BACK)

ETS - TOP SHELF

EUS - UPRIGHT FRAME

FOR UNITS 84" 
HIGH AND OVER

i-13 HEX BOLT x 1r"

i-13 WHIZZ-LOK NUT

NOTE:
   REMOVE EXISTING BOTTOM BOLT
   ON SIDE PLATE TO INSTALL MID
   TIE.

EMT - MID TIE

EUS - UPRIGHT FRAME

   ON SIDE PLATE TO INSTALL TIE
   REMOVE EXISTING BOTTOM BOLT
NOTE:

   BRACE.

EUS - UPRIGHT FRAME

ETB - TIE BRACE
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SHIM & ANCHOR

INSTALLATION

ESM-S-03.50-07.50, SHIM
REAR & CENTER COL.

ESM-S-03.68-06.00, SHIM
FRONT COL.

SHIM QTY. - AS NEEDED SHIM QTY. - AS NEEDED

ANCHOR p-3s
3 PER UPRIGHT FRAME

NOTES:

  2. SHIMS MAY BE REQ'D. TO PROPERLY LEVEL
     EXTENDO-MAX UNIT. SHIMS ARE NOT SUPPLIED
     WITH UNIT THEREFORE THEY MUST BE ORDERED
     SEPERATELY, FLOOR SLOPE WILL DETERMINE THE
     QUANTITY OF SHIMS NEEDED.

  1. BEFORE TORQUING BOLTS FOR THE ETS, EMT
     & ETB THE UNIT NEEDS TO BE LEVEL & SQUARE.

NOTES:
    1. ATTACH TOP SHELF TO UPRIGHTS WITH (8)
      i-13 HEX HEAD BOLTS, FINGER TIGHTEN ONLY.
      INSTALLATION TIP: USE A FORK TRUCK TO LOWER
      TOP SHELF, ETS, INTO PLACE.

    2. ATTACH MID TIE, IF APPLICABLE, IN APPROXIMATELY
       THE MIDDLE OF THE EXTENDO-MAX UNIT AS SHOWN.
       USING THE EXISTING SIDE PLATE HARDWARE. FINGER
       TIGHTEN ONLY.
    3. ATTACH TIE BRACE TO THE LOWEST SIDE PLATE AS

       SHOWN. USING EXISTING SIDE PLATE HARDWARE.
       FINGER TIGHTEN ONLY.
    4. DO NOT TORQUE DOWN THE BOLTS !!! GO ONTO STEP

       NUMBER 3 BEFORE TORQUING BOLTS.

3. AFTER UNIT IS LEVEL, ANCHOR FIRST UPRIGHT TO
   FLOOR WITH (3) p-3s ANCHORS, 1 PER
   UPRIGHT COLUMN.

4. CHECK UNIT FOR SQUARENESS, MOVE THE SECOND
   UPRIGHT FORWARD OR BACK IF NEEDED, ANCHOR 

    SECOND UPRIGHT TO FLOOR WITH REMAINING 3 

5. TORQUE DOWN MOUNTING BOLTS FOR THE ETS, EMT
   & ETB TO 82 FT. LBS.

INSTALLATION
``X"-BRACING
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i-13 HEX HEAD BOLT x 1r"
5 PER PAIR OF ``X"-BRACING

i-13 WHIZZ-LOK NUT
5 PER PAIR OF ``X"-BRACING

DIM ``A"

DIM ``C"

FRAME HEIGHT DIM ``A" DIM ``B" DIM ``C"

60" 5" 48" 7"

72" 3" 3"66"

84" 9" 9"66"

96" 3" 3"90"

108" 3" 3"2 @ 48"

120" 7" 7"2 @ 48"

NOTES:
   1. CHECK HEIGHT OF UPRIGHTS AND
     REFER TO CHART FOR ``X"-BRACING
     LOCATIONS. FRAMES 108" HIGH &
     HIGHER HAVE 2 SETS OF BRACING.

   2. ATTACH ``X"-BRACING TO UPRIGHTS 
     WITH (4) i-13 HEX HEAD BOLTS.

   3. ATTACH THE CENTER OF THE ``X"
      BRACING WITH THE REMAINING
      i-13 HEX HEAD BOLT.
   4. TORQUE DOWN ALL BOLTS TO 82

      FT. LBS.

EXB - ``X"-BRACING

EUF - UPRIGHT FRAME

2 PER UNIT UP TO 104" HIGH
EXB- ``X"-BRACING

4 PER UNIT 108" AND HIGHER

ETS-TOP SHELF

EMT-MID TIE

ETB-TIE BRACE

EUF-UPRIGHT FRAME

**IMPORTANT: EXTENDO-MAX UNIT MUST BE
 PROPERLY ANCHORED TO CONCRETE FLOOR
 PRIOR TO LOADING UNIT.

INNER SHELF &
LOAD SHELF
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INSTALLATION

2 PER INNER SHELF
p-11 WHIZZ-LOK NUT

2 PER INNER SHELF
p-11 HEX HEAD BOLT x 1r"

NOTES:
    1. SLIDE INNER SHELF BETWEEN ROLLERS
      ON SIDE PLATES. SLIDE INNER SHELF
      PAST BOTH SETS OF ROLLERS AS SHOWN.

    2. INSTALL THE p-11 HEX HEAD BOLT IN
       HOLE ON BACK OF INNER SHELF. TYP.
       BOTH SIDES.

    3. TORQUE BOLTS DOWN TO 82 FT. LBS.
    4. INSTALL LOAD SHELF AS SHOWN.

INNER SHELF

LOAD SHELF

SIDE PLATE

INNER SHELF

r"

SIDE PLATE

SHELF LOCK
INSTALLATION
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**OPTIONAL**

2 PER SHELF LOCK
y-16 WHIZZ-LOK NUT

ESL -  SHELF LOCK
1 PER SHELF

UPRIGHT FRAME

LOAD SHELF

SHELF LOCK

UPRIGHT FRAME

SHELF LOCK

NOTES:
    1. ATTACH SHELF LOCK IN SIDE HOLES

       OF UPRIGHT JUST ABOVE THE SIDE
       PLATE.
    2. ENGAGE LEVER OF SHELF LOCK INTO

       HANDLE OF LOAD SHELF.
    3. TORQUE ALL BOLTS TO 40 FT. LBS.

SIDE PLATE

SHELF

COMPLETED UNIT

SHELF DEPTH
+ i

SHELF WIDTH
+ 5u

UPRIGHT FRAME

TOP SHELF

LOAD SHELF

MID TIE

TIE BRACE

SIDE PLATE

IF REQ'D.

    ANCHORS.

ALL DIMENSIONS IN INCHES UNLESS OTHERWISE SPECIFIED

DIM ``B"

FRAME

HEIGHT

FRAME HEIGHT + r

WCK 7/7/03

ESP-LH SIDE PLATE

1
1#4" YOKE
 ROLLER

3#8" FLAT W
ASHER

3#8-16 x
 1" LG.
HEX HD. CAP SCREW

WHIZZ LOCK NUT

3#8-
16

(ADD OR SUBSTRACT WASHERS

3#8-
16

3#8-16 x 4
1#2" LG.

3#8" SCH. 40 PIP
E x 211#16" LG.

HEX HD. CAP SCREW

WHIZZ LOCK NUT

1#2-13 x 1" LONG SOCKET FLAT
 COUNTERSUNK HEAD CAP SCRE
W

1#2-13 NYL
OCK NUT

JAC 7/22/03

INDIVIDUAL MULTIPLE

SHELF LOCK
INSTALLATION
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    1. TORQUE ALL 3/8-16 BOLTS
NOTES:

TO 40 FT. LBS.

TO 82 FT. LBS.
    2. TORQUE ALL 1/2-13 BOLTS

UPRIGHT FRAME
DRAWER LOCK SLIDE

TOP

SHELF
LOAD

INNER
SHELF

4"

525764

DRAWER LOCK SLIDE

    3. TIGHTEN ALL DRAWER SLIDE
HARDWARE.

HARDWARE (1/2-13 NYLOCK 
    4. LOOSEN INTERNAL SLIDE

NOTES:

AS NEEDED FOR ROLLER

3-REQ'D.

NUT) UNTIL DRAWER LOCK

TO RAMP ALIGNMENT.)

SLIDE OPERATES SMOOTHLY.
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DESCRIPTION

THIS DRAWING IS SUPPLIED FOR THE SOLE
PURPOSE OF ESTABLISHING A LAYOUT OF
THE STORAGE RACK SYSTEM.  AS SUCH
THIS DRAWING MAY BE USED TO PROVIDE
THE CUSTOMER WITH INFORMATION
REGARDING THE STORAGE RACK SYSTEM,
TO OBTAIN CUSTOMER APPROVAL OF THE
STORAGE RACK SYSTEM LAYOUT, AND TO
GUIDE THE INSTALLER WHEN ERECTING THE
STORAGE RACK SYSTEM.  RIDG-U-RAK
SHALL NOT BE RESPONSIBLE FOR ANY
ERRORS OR DAMAGES RESULTING FROM
ANY OTHER APPLICATION OR USE OF THIS
DRAWING

THIS DRAWING IS THE PROPERTY OF
RIDG-U-RAK AND SHALL NOT BE

COPIED OR OTHERWISE DISCLOSED
TO OUTSIDE PARTIES WITHOUT OUR
WRITTEN CONSENT.

R

NORTH EAST PENNSYLVANIA  16428


